
COMMONWEALTH OF VIRGINIA 
Department of Environmental Quality 

Northern Regional Office 

STATEMENT OF LEGAL AND FACTUAL BASIS 

Old Dominion Electric Cooperative (ODEC) 
Marsh Run Generation Facility 

12109 Lucky Hill Road 
Remington, Virginia 22734 

Permit No. NRO40996 

Title IV of the 1990 Clean Air Act Amendments required each state to develop a permit program 
to ensure that certain electrical generation facilities have federal Air Pollution Operating Permits, 
called Title TV Operating Permits. As required by 40 CFR Part 70,9 VAC 5 Chapter 80, Article 
3 of the Commonwealth of Virginia Regulations for the Control and Abatement of Air Pollution, 
Old Dominion Electric Cooperative (ODEC) has applied for a renewal of the Title PV Operating 
Permit for its Marsh Run Generation Facility ("MRGF"). The Department has reviewed the 
application and has prepared a Federal Operating Permit This permit is based upon Federal 
Clean Air Act Acid Rain permitting requirements of Title PV, federal operatmg permit 
rjequirements of Title V, and Chapter 80, Article 3 of the Commonwealth OfVirgmia Regulations 
for the Control and Abatement of Air Pollution. 

Engineer / Permit Contact: 

Air Pennit Manager: 

Regional Director: Date; 

Thomas A. Paha 

WLM&£<*fo^**' 
Laura R.Uustin 
(540) 574-7857 

Utik 

Date: *[~50'I5 

James B I ^ m & 
Date; ^ SOlZDlS 



ODEC- Marsh Run Generating Facility 
Permit Number: NRO40996 

Statement of Basis 
Page 2 

FACILITY INFORMATION 

Permittee 
Old Dominion Electric Cooperative 
4201 Dominion Boulevard 
Glen Allen, VA 23060 

Facility 
ODEC - Marsh Run Generation Facility 
12109 Lucky Hill Road 
Remington, VA 22734 

County-Plant Identification Number: 51-061 -00063 

SOURCE DESCRIPTION 
Facility Description: NAICS Code 221112 (Electric Power Generation) 

The Marsh Run Generation Facility, located in Fauquier County, is a 600 megawatt (MW) 
peaking power station consisting of three simple-cycle, dual fuel combustion turbines (CT). The 
units are General Electric (GE) Model PG7241S-FA CTs, each with a rated heat input capacity 
of 1624 MMBtu/hr when firing on natural gas and 1820 MMBtu/hr when operating on fuel oil, 
and a base load of electrical power generating capacity of approximately 190 megawatts (MW) 
each. Additional equipment consists of two natural gas pipeline heaters, each rated at 9.0 
MMBtu/hr, one 2.59 MMBtu/hr diesel driven emergency fire pump, two 1,000,000 gallon 
distillate fuel oil storage tanks, and one 250 gallon distillate fuel oil tank. 

The facility is subject to a minor new source review (NSR) permit most recently amended 
5/15/2015. The three installed CTs are subject to the requirements of 40 CFR 60, Subpart GG. 
The emergency diesel fire pump (EU6) is subject to 40 CFR 63, Subpart ZZZZ. 

This source is located in an attainment area for all pollutants and is a minor source under 
Prevention of Significant Deterioration (PSD) regulations. The facility is a Title V major source 
of nitrogen oxides (NOx) and carbon monoxide (CO) emissions. The facility submitted a Title V 
renewal application dated June 27,2014, which was received by the DEQ on June 30,2014. 
Supplemental information, dated November 10,2014, was received by the DEQ on November 
12,2014. The facility is currently operating under a permit application shield. 

The facility is subject to the requirements of the Acid Rain permitting program and the Cross-
State Air Pollution Rule (CSAPR). The NOx Trading Program was applicable to the facility on 
May 31,2004 and then replaced by the Clean Air Interstate Rule (CAIR) in 2005, which 
rendered the NO x Trading Program no longer applicable. On December 23,2008, the U.S. 
Court of Appeals remanded CAIR to EPA. This action kept CAIR in force, but required EPA to 
develop a replacement rule, which addressed the courts order. 
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Effective January 1,2015, the Cross-State Air Pollution Rule (CSAPR) took effect and replaced 
CAIR. The CSAPR requires certain states (including the Commonwealth of Virginia) to 
significantly improve air quality by reducing power plant emissions that contribute to ozone 
and/or fine particle pollution in other states. 

The Acid Rain Renewal Application, dated June 25,2014, was received by the DEQ on June 30, 
2014. The CAIR Renewal Application, dated June 25,2014, was received by the DEQ on June 
25,2014. However, as noted above, the CAIR program was replaced by CSAPR and so the 
CAIR Renewal Application is no longer applicable. The requirements of the Acid Rain Program 
and CSAPR Program are incorporated into the federal operating permit. 

COMPLIANCE STATUS 

The facility normally undergoes a full compliance evaluation (FCE) biennially. The most recent 
FCE, including a site visit, was conducted on June 23,2015. In addition, all reports, 
notifications, and other data as required by permit conditions or regulations, which are submitted 
to the DEQ, are evaluated for compliance. Based on these compliance evaluations, the facility 
has not been found to be in violation of any state or federal applicable requirements at this time. 

CHANGES SINCE 2010 ISSUANCE OF TITLE V PERMIT 

The following changes have been made to the Federal Operating Permit, dated February 10, 
2010: 

• Phase I I Acid Rain Permit: The Phase II Acid Rain Permit was incorporated into the 
permit, and as an attachment to the permit. 

• Cross-State Air Pollution Rule (CSAPR) Requirements: CSAPR requirements are 
included as Conditions 106 through 115, based on the US EPA's May 13,2015, 
Memorandum, ('Title V Permit Guidance and Template for the Cross-State Air 
Pollution Rule') . The CSAPR program requirements are not currently part of the 
SAPCB Regulations. Consequently, the federal rule citations containing the CSAPR 
requirements (40 CFR Part 97, Subparts AAAAA-DDDDD) are referenced in the 
permit. 

These changes are discussed in more detail in the sections below. 



ODEC - Marsh Run Generation Facility 
Permit Number: NRO40996 

Page 4 

EMISSION UNIT AND CONTROL DEVICE IDENTIFICATION 

The emissions units at this facility consist of the following: 

Emission 
Unit ID 

Stack 
ID 

Emission Unit Description Size/Rated Capacity 

Pollution 
Control Device 

(PCD) 
Description 

PCD 
ID* 

Pollutant 
Controlled 

Applicable 
Permit 
Date 

Fuel Burni ng Equi pment 

EU 1 
thru 
EU 3 

S-l 
thru 
S-3 

Each CT isaGEModelPG 
724IS (FA) simple cycle 

combustion turbine. 
Constructed in 2004 

1,624 MMBtu/hr on 
natural gas each 

1,820 MMBtu/hr on 
distillate fuel oil each 

When firing 
natural gas - dry 
low NOx 
burners, each 
unit 
When firing 
distillate fuel oil 
- water injection, 
each unit 

CD-I 

CD-2 

NOx 

Minor NSR 

10/27/09 as 
amended 

2/26/10 and 
5/15/15 

EU5A S-5A 
Natural gas pipeline heater. 

Constructed in 2004 
9.0 MMBtu/hr None N/A N/A 

Minor NSR 
10/27/09 as 
amended 

2/26/10 and 
5/15/15 

EU5B S-5B 
Natural gas pipeline heater. 

Constructed in 2004 
9.0 MMBtu/hr None N/A N/A 

Minor NSR 
10/27/09 as 
amended 

2/26/10 and 
5/15/15 
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Emission 
Unit ID 

Stack 
ID Emission Unit Description Size/Rated Capacity 

Pollution 
Control Device 

(PCD) 
Description 

PCD 
ID* 

Pollutant 
Controlled 

Applicable 
Permit 
Date 

EU 6 S-6 Emergency diesel fire pump 
Constructed in 2004 

2.59 MMBtu/hr 
(1017 hp) none N/A N/A 

Minor NSR 
10/27/09 as 
amended 

2/26/10 and 
5/15/15 

TNK 1 
TNK 2 

N/A 
No 2 distillate fuel oil storage 

tanks 
Constructed in 2004 

1,000,000 gallons, 
each none N/A N/A 

Minor NSR 

10/27/09 as 
amended 

2/26/10 and 
5/15/15 

* CD-I = dry low NOx technology 
CD-2 = water injection 
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EMISSIONS INVENTORY 

Annual emissions summarized in the following table are derived from the 2014 CEDS emission 
report. A copy of the report is attached as Attachment A. 

2014 Actual Emissions 

2014 Criteria Pollutant Emission in Tons/Year 

Emission Unit VOC CO so2 PM 1 0 NOx 

EU 1 1.68 18.62 1.78 8.87 36.67 

EU 2 1.52 17.61 1.62 8.08 32.27 
EU 3 1.55 17.78 1.28 8.23 32.91 

EU 5A 0.131 0.257 0.230 0.051 0.514 
EU5B 0.096 0.188 0.169 0.038 0.376 
EU 6 0 0.019 0.012 0.001 0.074 

Total: 4.98 54.47 5.09 25.27 102.81 

No significant Hazardous Air Pollutant Emissions. 

EMISSION UNIT APPLICABLE REQUIREMENTS 

Limitations 

Minor NSR permit: The following limitations are state Best Available Control Technology 
(BACT) requirements from the minor NSR permit issued on October 27,2009, as amended 
February 26,2010 and May 15,2015. The minor NSR permit is appended as Attachment B. 

Title V Permit 
Condition # 

1: Requires all combustion turbines, EU 1 - EU 3, to control NOx emissions by 
utilizing a dry low NOx combustor when firing on natural gas, and water injection 
when firing on #2 fuel oil. 
(Condition 2 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

27 & 35: Requires natural gas pipeline heaters, EU 5A and EU 5B, and the emergency 
diesel fire pump, EU 6, to control NOx emissions by the use of good operating 
techniques. 
(Condition 3 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 
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2, 28 & 36: Requires SO2 emissions from all fuel burning equipment (EU 1 - EU 3, EU 5A-
5B, EU6) to be controlled by the use of low sulfur fuels. 
(Condition 4 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

3, 29 & 37: Requires PM10 emissions from all fuel burning equipment, (EU 1 - EU 3, EU 5A-
5B, EU6), to be controlled by the use of clean burning fuels and good combustion 
operating practices. 
(Condition 5 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

4, 30 & 38: Requires VOC and CO emissions from all fuel burning equipment, (EU 1 - EU 3, 
EU 5A-5B, EU6), to be controlled by the use of good combustion practices. 
(Condition 6 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

10: Sets short-term emission limits for PMio, NOx, and CO for combustion turbines, 
EU 1 - EU 3, when firing on natural gas, except during start-up, shutdown, and 
fuel switching. The short-term emissions for distillate fuel oil are applied during 
fuel switching operations; and any emissions above these limits are considered 
excess emissions. The emission rates are based on manufacturer's data provided 
with the Title V application. 
(Condition 18 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

11: Sets short-term emission limits for PMio, NOx, and CO for combustion turbines, 
EU 1 - EU 3, when firing on No. 2 distillate fuel oil, except during start-up, shut
down, fuel switching and re-tuning. The emission rates are based on 
manufacturer's data provided with the Title V application. As notated, the 
allowable NOx emission limit may vary depending on the fuel bound nitrogen 
content. NOx emissions concentrations that do not exceed the limits specified in 
Subpart GG are allowed during startup/shutdown. 
(Condition 19 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

12: Defines startup and shutdown conditions 
(Condition 20 of the 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

13: Sets annual emission limits for NOx for combustion turbines, EU 1 - EU 3. 
(Condition 21 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

48: Sets facility-wide emission limits for NOx, to ensure that PSD threshold limits are 
not exceeded. 
(Condition 22 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

14: Sets visible emission limit for combustion turbines, EU 1 - EU 3. 
(Condition 23 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 
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The following are operational and fuel specific limits to ensure that the facility demonstrates 
compliance with the short-term and annual emissions, and Subpart GG requirements. 

5: Limits the operating hours and base load operating percentage for the CTs, EU 1 
- EU 3, when firing on natural gas and fuel oil. 
(Condition 7 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15). 

31: Limits the hours of operation for the two pipeline heaters, EU 5 A and 5B. 
(Condition 8 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15). 

39: Limits the hours of operation for the emergency diesel fire pump, EU 6. 
(Condition 9 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15). 

6, 32 & 40: Specifies the approved fuel for each type of fuel burning equipment, (EU 1 - EU 
3, EU 5A-5B, EU6). 
(Condition 10 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15). 

7 & 33: Specifies the maximum and annual average sulfur content of the natural gas for 
the CTs, EU 1 - EU 3 and the two pipeline heaters, 
EU 5A and 5B. The maximum sulfur content of the natural gas is limited to 20 
grains/1 OOdscf (equivalent to approximately 0.068% by weight). The annual 
average sulfur content is limited to 0.5 grains/100 dscf. The limits account for 
sulfur that may be added to odorize the natural gas (as a safety precaution) that 
crosses privately owned property 
(Condition 11 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15). 

8 & 41: Specifies the maximum sulfur content of the fuel oil for the CTs, EU 1 - EU 3 
and the emergency diesel fire pump, EU 6. 
(Condition 12 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

47: Limits the type of fuel oil stored in the fixed roof storage tanks, 
TNK 1 and TNK 2. 
(Condition 14 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

15: Requires the CTs, EU 1 - EU 3, to be operated in compliance with 40 CFR 60, 
Subpart GG unless the federal operating permit is more restrictive. 
(Condition 15 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

24.a: Limits the duration of each CT re-tuning event to no more than twelve hours in a 
twenty-four period. 
(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

24.b: Allows NOx emissions concentrations that do not exceed the standards of Subpart 
GG during each CT re-tuning event. 
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(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

25.b: Allows NOx emissions concentrations that do not exceed the standards of Subpart 
GG during a malfunction. 
(Condition 36 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

The following is a Virginia Administrative Code requirement that has been determined to be 
applicable to the facility. 

9: For the CTs, EU 1- EU 3, defines the two types of fuel switching events, and 
limits the excess NOx emissions to no more than two one-hour averaging periods 
for any fuel switching even. 
(Condition 17 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

34: For the pipeline natural gas heaters (EU 5A and EU 5B), sets a visible emissions 
limit of 20 percent opacity, except during one six-minute period in any one hour 
in which visible emissions shall not exceed 30 percent. Limit applies at all times 
except during startup, shutdown and malfunction. 
(9 VAC 5-80-490 and 9 VAC 5-50-80) 

Since the pipeline heaters only burn natural gas, the visible emission limitations established in 9 
VAC 5-50-80 can easily be met on a continuous basis; no visible emission evaluations are 
required for the units. Periodic monitoring is satisfied by keeping records that only natural gas is 
burned. 

Certain provisions of 40 CFR Part 63, Subpart ZZZZ (National Emissions Standards for 
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines) are 
applicable to the emergency diesel fire pump (EU-6). The unit is considered an emergency 
engine at an 'area HAP' source; consequently the following requirements are included in the 
Title V Permit for this unit: 

42: Requires the emergency diesel fire pump, EU 6, to be operated in compliance 
with 40 CFR 63, Subpart ZZZZ unless the federal operating permit is more 
restrictive. 
(40 CFR 63 Subpart ZZZZ) 

43: Restricts the emergency diesel fire pump, EU 6, to be used for emergency 
purposes only, but also allows 50 hours for non-emergency situations as described 
in 40 CFR §63.6640 (f). 
(40 CFR 63 Subpart ZZZZ) 

44: Provides the work practice standards for the emergency diesel fire pump engine 
(oil & filter change, inspect/replace spark plugs, belts and hoses at specified 
intervals) 
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(40 CFR Part 63, Subpart ZZZZ, Table 2d) 

45: Requires that the emergency diesel fire pump, EU6, be operated and maintained 
in accordance with the manufacturer's emission-related operation and 
maintenance instructions or follow own maintenance plan meeting certain 
requirements. 
(40 CFR Part 63, Subpart ZZZZ, Table 6) 

46: Requires that a non-resettable hour meter me installed on the emergency diesel 
fire pump, EU6 
(40 CFR Part 63, Subpart ZZZZ) 

Monitoring 

The compliance strategy for the facility entails continuous monitoring of NOx, proper operation 
and maintenance of the equipment, the use of low sulfur fuels, and good combustion practices. 

For the combustion turbines, a continuous emissions monitoring system (CEMS) is used to 
monitor NOx and 0 2 from all CTs, EU 1 - EU 3. CEMS were installed to ensure the facility 
remains below PSD levels for NOx, and to demonstrate compliance with emission standards of 
NSPS Subpart GG and BACT. 

The NOx and 0 2 monitors on each CT, EU 1 - EU 3, are used in lieu of monitoring the ratio of 
water to fuel, in accordance with Subpart GG (40 CFR 60.334(b)). 

The CTs burn primarily natural gas, with low sulfur diesel as backup and normally operate with 
no visible emissions. As long as they are properly maintained and operated, PMio emission 
limits, as well as opacity limits should not be violated. The permit conditions requiring proper 
operation and maintenance of the equipment, and records of maintenance and training, provide a 
reasonable assurance of compliance with the PMio and opacity standards. 

16: Allows the Board to determine how the facility will demonstrate compliance with 
the NOx emission limits. 
(Condition 24 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

17: Requires a NOx CEMS and 0 2 monitor on all CTs, EU 1 - EU 3, and specifies 
minimum requirements for quality assurance of the data. The CTs are affected 
units under the Acid Rain Program and must meet the requirements of Part 75. 
NOx CEMS that meet the requirements of Part 75 may use the CEMS to meet the 
requirements of Subpart GG. 
(Condition 25 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

18: Requires a NOx minimum data capture of 90% of each CTs operating hours. 
(Condition 26 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 
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19: Specifies data alternatives in the event of a NOx CEMS failure. 
Although Subpart GG allows missing data to be recorded as monitor down time 
with no data substitution, DEQ requires missing data substitution to ensure that 
the annual emissions do not trigger PSD. 
(Condition 27 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

20: Requires instrumentation for recording hourly fuel consumption of each CT, EU 1 
-EU3. 
(Condition 28 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

21: Requires the sulfur content to be monitored when natural gas is fired in each CT, 
EU 1 - EU 3, in accordance with the EPA approved custom fuel monitoring 
schedule. In the letter to EPA dated February 27,2003, ODEC requested a 
custom fuel monitoring schedule for natural gas sulfur content under the NSPS 
Subpart GG. On March 28,2003, EPA approved the proposal to decrease the 
monitoring over time (see EPA letter 3/28/03). In the letter dated June 23, 2004, 
ODEC requested an alternative schedule. ODEC received EPA approval on July 
9,2004, to allow sampling and testing to be performed during periods when the 
turbines are actually operating (see EPA letter 7/9/04). 
(Condition 29 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

22: Requires sampling of fuel tanks to determine the nitrogen and sulfur content, 
when No. 2 distillate fuel is transferred from any other source or vendor to the 
storage tanks. 
(Condition 30 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

23: Requires certification of quantity and sulfur content for each fuel oil delivery. 
Paragraph 'e' of this condition allows two options for providing the actual sulfur 
content of the fuel oil - 1) fuel supplier certification or 2) fuel sampling and 
analysis conducted/authorized by ODEC. 

(Condition 31 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

40 CFR 64, Compliance Assurance Monitoring (CAM) -
ODEC employs a CEMS to measure NOx emissions from the CTs (EU 1 - EU 3) to ensure that 
the facility remains a minor source under PSD. According to 40 CFR 64.2(b)(l)(vi), emission 
limitations or standards for which a part 70 (Title V) permit specifies a continuous compliance 
determination method are exempt from Compliance Assurance Monitoring (CAM) (40 CFR 64) 
requirements. Also, the CTs are not subject to CAM for any other pollutants as there are no add
on control devices for any other pollutants. Therefore, the CTs are not subject to CAM. 
No other emissions units at the facility utilize control devices. Therefore, CAM is not applicable 
to any emissions unit at ODEC. 
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Recordkeeping 

The permit includes requirements for recordkeeping necessary to demonstrate compliance with 
the permit. In addition, NOx emissions during each CT re-tuning event or malfunction must be 
recorded and included in the total annual emissions. 

24. e: Requires NOx emissions to be recorded during each CT re-tuning event and 
included in total annual emissions. 
(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

25. e: Requires NOx emissions to be recorded during a malfunction and included in total 
annual emissions. 
(Condition 36 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

49: Requires recordkeeping for scheduled and unscheduled maintenance, operator 
training, and equipment procedures for equipment (EU 1 - EU 3, EU 5A-5B, 
EU6). 
(Condition 38 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

50: Requires recordkeeping of emissions data, emissions calculations, CEMS 
calibration information, results of testing, and operating data including fuel 
records, fuel certifications, fuel consumption, and operating hours. 
(Condition 31 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

Testing 

There are no applicable initial compliance determinations required. In accordance with the 
permit dated February 14,2003, an initial performance test for NOx , and a visible emissions 
evaluation (VEE) was performed on each CT, EU 1 thru EU 3, when firing on distillate fuel oil 
and when firing on natural gas. The testing was completed in August and November of 2004 and 
the CTs demonstrated compliance with the hourly and visible emissions limits. It should also be 
noted that since the NOx CEMS are subject to 40 CFR Part 75 (Acid Rain) regulation, they are 
required to undergo routine quality assurance assessments such as quarterly linearity testing and 
annual relative accuracy test audits using EPA-approved test methods. 

51: The Department and EPA have authority to require testing not included in this 
permit if necessary to determine compliance with an emission limit or standard. 

Reporting 

24.c: Requires notification, with applicable information, twenty-four hours prior to 
each CT re-tuning event. 
(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 
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24.d: Requires submittal of a written report detailing each CT re-tuning event within 
fourteen business days of event. 
(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

24. f: Requires identification of each CT re-tuning event on the Data Acquisition 
Report. 
(Condition 35 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

25. c: Requires notification, with applicable information, within four daytime business 
hours of discovering malfunction. 
(Condition 36 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

25.d: Requires quarterly submittal of a written report detailing each CT malfunction. 
(Condition 36 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

25.f: Requires identification of each malfunction on the Data Acquisition Report. 
(Condition 36 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

26: Requires calendar quarter excess emission reports, by month, for NOx, and any 
CEMS adjustments, repairs, or inoperation, including reporting of no excess 
emissions or CEMS deviations. 
(Condition 32 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

54: Requires twenty-four hour notification, with applicable information, of control 
equipment maintenance which results in excess emissions for more than one hour. 
(Condition 33 of 10/27/09 Permit, as amended 2/26/10 and 5/15/15) 

Streamlined Requirements 

The combustion turbines have the following applicable requirements established in NSPS 
Subpart GG, which is included in 9 VAC 5-50-410 by reference: 

§60.332(a)(2): Standard for Nitrogen Oxides 
where: 

STD = 0.0150 + F 
Y 

STD = Allowable N0X emissions (percent by volume at 15 percent 
oxygen and on a dry basis). 
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Y = Manufacturer's rated heat rate at manufacturer's rated peak 
load (kilojoules per watt hour), or actual measured heat rate 
based on lower heating value of fuel as measured at actual 
peak load for the facility. The value of Y shall not exceed 
14.4 kilojoules per watt hour. 

F = NOx emission allowance for fuel-bound nitrogen as defined 
in §60.332 (a)(3) 

The allowable NOx emission limits for each of the turbines contained in the minor NSR permit 
are more stringent than the numerical limits established by NSPS Subpart GG. Therefore, only 
the limits from minor NSR permit have been included in the Title V permit. However, due to the 
difference in averaging periods and the treatment of startup and shutdowns periods, compliance 
with the limit under NSPS Subpart GG must be reported and documented apart from compliance 
with the BACT limits contained in the minor NSR permit. 

§60.333: Standard for sulfur dioxide: 

SO2: 0.015 percent by volume, dry basis, at 15% 02, OR, fuel sulfur 
content: 0.8 percent by weight. 

The fuel sulfur content requirements for natural gas and fuel oil in the minor NSR permit (minor 
NSR Conditions 11 & 12) are more stringent than the standard contained in NSPS Subpart GG. 
Therefore, only the limit from the minor NSR permit has been included in the Title V permit. 
Demonstrating compliance with the sulfur content limits in the minor NSR permit will ensure 
compliance with the NSPS limits. 

GENERAL CONDITIONS 

The permit contains general conditions required by 40 CFR Part 70 and 9 VAC 5-80-490, that 
apply to all acid rain operating permit sources. These include requirements for submitting semi
annual monitoring reports and an annual compliance certification report. The permit also 
requires notification of deviations from permit requirements or any excess emissions. 

TITLE IV (PHASE I I ACID RAIN) PERMIT ALLOWANCES AND REQUIREMENTS 

In accordance with the Air Pollution Control Law of Virginia §10.1-1308 and §10.1-1322, the 
Environmental Protection Agency (EPA) Final Full Approval of the Operating Permits Program 
(Titles TV and V) published in the Federal Register December 4,2001, Volume 66, Number 233, 
Rules and Regulations, Pages 62961-62967 and effective November 30,2001, and Title 40, the 
Code of Federal Regulations §§72.1 through 76.16, the Commonwealth of Virginia Department 
of Environmental Quality issues Phase II Acid Rain permits pursuant to 9 VAC 5 Chapter 80, 



ODEC - Marsh Run Generation Facility 
Permit Number: NRO40996 

Page 15 

Article 3 of the Virginia Regulations for the Control and Abatement of Air Pollution (Article 3 
Federal Operating Permit (FOP)). 

The Phase II permit is incorporated into the permit. The units were not eligible for SO2 
allowances because the facility commenced operation after all allowances had been assigned. 
The facility is not subject to the NOx requirements because it does not operate coal-fired units. 
The application for renewal of Article 3 FOP, dated June 25,2014, was received by the DEQ on 
June 30,2014. Upon renewal, the Article 3 FOP will have an expiration date of December 31, 
2020. 

A copy of the Title IV Acid Rain Permit application is provided as Attachment A to the Permit, 
and Attachment C to the Statement of Basis. 

CROSS STATE AIR POLLUTION RULE (CSAPR) 

The applicable requirements of the Cross-State Air Pollution Rule (CSAPR) - also referred to as 
the Transport Rule (TR) - are incorporated into the permit (Conditions 106 through 115). 
Specifically, the permittee is subject to the following CSAPR requirements: the TR NOx Annual 
Trading Program (40 CFR Part 97, Subpart AAAAA), the TR NOx Ozone Season Trading 
Program (40 CFR Part 97, Subpart BBBBB), and the TR S02 Group 1 Trading Program (40 CFR 
Part 97, Subpart CCCCC). 

STATE ONLY APPLICABLE REQUIREMENTS 

None identified by the applicant. 

FUTURE APPLICABLE REQUIREMENTS 

None identified by the applicant or DEQ. 

INAPPLICABLE REQUIREMENTS 

The provisions of 40 CFR Part 98 - Mandatory Greenhouse Gas Reporting require owners and 
operators of general stationary fuel combustion sources that emit 25,000 metric tons C02e or 
more per year in combined emissions from such units, to report greenhouse gas (GHG) 
emissions, annually. The definition of "applicable requirement" in 40 CFR 70.2 and 71.2 does 
not include requirements such as those included in Part 98, promulgated under Clean Air Act 
(CAA) section 114(a)(1) and 208. Therefore, the requirements of 40 CFR Part 98 are not 
applicable under the Article 3 permitting program. 
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As a result of several EPA actions regarding GHG under the CAA, emissions of GHG must be 
addressed for an Article 3 permit renewed after January 1,2011. The current minor NSR permit 
for the Marsh Run Generating Facility contains no GHG-specific applicable requirements and 
there have been no modifications at the facility requiring a PSD permit. Therefore, there are no 
applicable requirements for the facility specific to GHG. 

Currently inapplicable requirements identified by the applicant include the following 
requirements: 

40 CFR 63, Subpart UUUUU - National Emission Standards for Hazardous Air Pollutants for 
Coal- and Oil-Fired Electric Utility Steam Generating Units does not apply to gas-fired, non-
steam turbines such as those operated by ODEC-Marsh Run (EU1-EU3). 

40 CFR 63, Subpart JJJJJJ - National Emission Standards for Hazardous Air Pollutants for 
Industrial, Commercial and Institutional Boilers at Area Sources does not apply to process 
heaters (such as ODEC-Marsh Run's gas-fired pipeline gas heaters EU5A and EU5B), as they 
are excluded from the definition of boiler in 40 CFR 63.11237. Also, gas-fired boilers are not 
subject to Subpart JJJJJJ. 

In addition to the inapplicable requirements identified by the facility, the following requirements 
have been identified as inapplicable: 

40 CFR 60, Subpart Kb - Standards of Performance for Volatile Organic Liquid Storage Vessels 
is no longer applicable to storage vessels that store liquids with a vapor pressure less than 3.5 
kilopascals (0.5 psia). Storage tanks TNK 1 and TNK 2 are permitted for storage of No. 2 
distillate fuel oil only which has vapor pressure less than 0.5 psia. 

40 CFR 60, Subpart Dc - Standards of Performance for Small Industrial-Commercial-
Institutional Steam Generating Units is not applicable to the two natural gas pipeline heaters, EU 
5 A and EU 5B because the heaters are each less than 10 MMBtu/hr. 

40 CFR 60, Subpart KKKK - Standards of Performance for Stationary Combustion Turbines 
applies to stationary combustion turbines that commenced construction after February 18,2005. 

40 CFR 63, Subpart YYYY - National Emission Standards for Hazardous Air Pollutants for 
Stationary Combustion Turbines applies to stationary combustion turbines located at major 
sources of HAP emissions. ODEC-Marsh Run is not a major source of HAP. 

40 CFR 63, Subpart DDDDD, National Emission Standards for Hazardous Air Pollutants for 
Industrial, Commercial, and Institutional Boilers Major Sources has been identified as being not 
applicable to the facility. The facility is an area source of HAPs; therefore the Boiler MACT for 
Major Sources is not applicable. 
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INSIGNIFICANT EMISSION UNITS 

The facility identified several "named insignificant activities" in the Introduction section of the 
Title V permit application. "Named insignificant activities" are not required to be listed in the 
Title V permit application. The insignificant emission units are presumed to be in compliance 
with all requirements of the Clean Air Act as may apply. Based on this presumption, no 
monitoring, recordkeeping or reporting shall be required for these emission units in accordance 
with 9 VAC 5-80-490. 

Insignificant emission units include the following: 

Emission 
Unit No. 

Emission Unit 
Description 

Citation1 

9 VAC 5-80-720 

A, or B, or C 

Pollutant(s) 
Emitted 

(if applicable to 
9 VAC 5-80-720 

B 

Rated 
Capacity 

(if applicable 
to 9 VAC 5-

80-720 C) 

IS-1 

Fuel Oil Tank for 
Diesel-fired 

Firewater Pump 
Engine 

9 VAC 5-80-720 
B VOC <1 tpy 250 gallons 

IS-2 

Units 1-3 Turbine 
Lube Oil 

System/Reservoirs 

9 VAC 5-80-720 
B VOC <1 tpy 3 @ 6,200 

gallons 

IS-3 

Units 1-3 Propylene 
Glycol Coolant 

System/Reservoirs 

9 VAC 5-80-720 
B VOC <1 tpy 3 @ 3,000 

gallons 

IS-4 
Units 1-3 False Start 

Drain Tanks 
9 VAC 5-80-720 

B VOC <1 tpy 3@500 
gallons 

IS-5 

i — • — ' 

Oil-Water Separators 
(5) 

9 VAC 5-80-720 
B VOC <1 tpy 

1 @ 1,000 
gallons 
1 @200 
gallons 
3@275 
gallons 

The citation criteria for insignificant activities are as follows: 
9 VAC 5-80-720 A - Listed Insignificant Activity, Not Included in Permit Application 
9 VAC 5-80-720 B - Insignificant due to emission levels 
9 VAC 5-80-720 C - Insignificant due to size or production rate 
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CONFIDENTIAL INFORMATION 

The permittee did not submit a request for confidentiality. All portions of the permit application 
are suitable for public review. 

OTHER CONSIDERATIONS 

USEPA Acid Rain Program: 
Designated Representative - David N. Smith on April 20,2001 
Alternate Representative - Alvin D. Vaughan on October 12, 2004 

USEPA CSAPR Program: 
Designated Representative - David N. Smith on December 19,2006 
Alternate Representative - Alvin D. Vaughan on December 20,2006 

PUBLIC PARTICIPATION 

A public notice regarding the draft permit was placed in the Fauquier Times newspaper, in 
Fauquier County, Virginia, on August 19,2015. All persons on the Title V mailing list were sent 
a copy of the public notice by either electronic mail or in letters on August 19,2015. Affected 
states (West Virginia and Maryland) and the District of Columbia officials were sent a copy of 
the public notice on August 19,2015. 

The 30-day public comment period ran from August 19, 2015 through September 18,2015. 

The EPA Rill was sent a copy of the draft permit and notified of the public notice on August 19, 
2015. The EPA reviewed the draft permit as a 'Proposed Permit' concurrently with the public 
comment period. The EPA provided a comment on September 17,2015. The comment was 
regards to a 30-day averaging period for NOx emission limit for the combustion turbines while 
firing No. 2 fuel oil (Condition 11). It was discovered & concluded that such averaging period 
was in error and should have been presented as a 1-hour average - as it now appears in the 
corrected Title V Permit. 

ATTACHMENTS 

Attachment A 2014 Annual Emissions Update 
Minor NSR Permit dated October 27,2009, as amended February 26,2010 and 

Attachments ^ay 15,2015 

Attachment C Title IV Acid Rain Permit Application 



ATTACHMENT A 

2014 Annual Emissions Report 



Run Date: 09/28/2015 07:15:56 AM Commonwealth of V i r g i n i a P a g e x o f x 

Department of Environmental Quality 

Registration Number: 40996 County - Plant ID: 061-00063 

Plant Name: Old Dominion Electric Cooperative - Marsh Run 

POLLUTANT EMISSIONS REPORT (PLANT) (Tons/Year) 
P o l l u t a n t T y p e : A l l P o l l u t a n t s 

P a r a m e t e r L i s t 

Y e a r s : 2 0 1 4 - 2 0 1 4 
CO FORM N02 PM 10 PM 2 . 5 S02 VOC 

2014 5 4 . 4 8 5 1.405 102 .815 2 5 . 2 3 4 25 .234 5 .090 5 .272 



Run Date 09/28/2015 07:16:26 AM 

Commonwealth of V i r g i n i a 
Department of Environmental Quality Page 1 of 3 

R e g i s t r a t i o n Number : 40996 County - Plant I d : 061-00063 

Plant Name : Old Dominion E l e c t r i c Cooperative - Marsh Run 

POLLUTANT EMISSIONS REPORT (STACK/POINT) (TONS/YEAR) 
P o l l u t a n t Type: A l l P o l l u t a n t s 
Years: 2014 -2014 

Parameter L i s t 

I n v e n t o r y Year 2014 

Stack #: 1 

Point #: 1 

Segment #:1 

Segment #:2 

Segment #:3 

Segment #:4 

Stack #: 2 

Point #: 2 

Segment #:1 

Segment #:2 

Segment #:3 

Segment #:4 

Stack #: 3 

Point #: 3 

Segment #: 1 

Segment #:2 

Segment #:3 

Segment #:4 

CO 

12.542 

6.083 

18.625 

CO 

11.815 

5.801 

17.616 

CO 

12.293 

5 .487 

17.780 

FORM N02 PM 10 

0.445 

0.036 

18.270 

18 .400 

0 .000 

6 .430 

0 .000 

2 .419 

0.481 

FORM 

0 .419 

0.035 

0 .454 

FORM 

0.436 

0.033 

0 .469 

36.670 

N02 

17.700 

14.570 

32.270 

N02 

18.130 

14.780 

32.910 

8.849 

PM 10 

0.000 

6.075 

0.000 

1.998 

8.073 

PM 10 

0.000 

6.257 

0. 000 

1. 966 

8.222 

PM 2.5 

0.000 

6 .430 

0.000 

2.419 

8.849 

PM 2.5 

0 .000 

6 .075 

0 .000 

1.998 

8.073 

PM 2.5 

0.000 

6.257 

0. 000 

1. 966 

8.222 

S02 

0.360 

1.420 

1.780 

S02 

0.340 

1.280 

1.620 

S02 

0.350 

0.930 

1.280 

VOC 

0.000 

1.143 

0.000 

0 . 538 

1.681 

VOC 

0.000 

1.080 

0.000 

0 .444 

1.524 

VOC 

0.000 

1.112 

0.000 

0.437 

1.549 
Stack #: 



Run Date 09/28/2015 07:16:26 AM 

Commonwealth of V i r g i n i a 
Department of Environmental Quality Page 2 of 3 

R e g i s t r a t i o n Number : 40996 County - Plant I d : 061-00063 

Plant Name : Old Dominion E l e c t r i c Cooperative - Marsh Run 

POLLUTANT EMISSIONS REPORT (STACK/POINT) (TONS/YEAR) 

P o l l u t a n t Type: A l l P o l l u t a n t s 

Years: 2014 -2014 

Parameter L i s t 

I n v e n t o r y Year 2014 

Stack #: 5 

Point #: 5 CO N02 PM 10 PM 2.5 S02 VOC 

Segment #:1 

Segment #:2 

Segment #:1 

Segment #:2 

Segment #:1 

Segment #:2 

0.000 0.000 0.000 0.000 0.000 0.000 

0.257 0.514 0.051 0.051 0.230 0.131 

0.257 0.514 0.051 0.051 0.230 0.131 

Stack #: 6 

Point #: 6 CO N02 PM 10 PM 2.5 S02 VOC 

0.000 0.000 0.000 0.000 0.000 0.000 

0.188 0.376 0.038 0.038 0.168 0.096 

0.188 0.376 0.038 0.038 0.168 0.096 

Stack #: 7 

Point #: 7 CO N02 PM 10 PM 2.5 S02 VOC 

0.000 0.000 0.000 0.000 0.000 

0.019 0.074 0.001 0.001 0.012 0.000 

0.019 0.074 0.001 0.001 0.012 0.000 

Stack #: 8 

Point #; 8 VOC 

Segment # : 1 0.145 

0.145 

Stack #: 9 



Run Date 09/28/2015 07:16:26 AM 

Commonwealth of V i r g i n i a 
Department of Environmental Quality Page 3 of 3 

Registration Number : 40996 County - Plant I d : 061-00063 

Plant Name : Old Dominion Ele c t r i c Cooperative - Marsh Run 

POLLUTANT EMISSIONS REPORT (STACK/POINT) (TONS/YEAR) 
Parameter L i s t 

Pollutant Type: A l l Pollutants 
Years: 2 014 -2014 
Inventory Year 2014 

Stack #: 9 

Point #; 9 VOC 

Segment # : 1 0.145 

0.145 



ATTACHMENT B 

Minor NSR Permit dated October 27,2009, as amended February 26,2010 and May 15, 
2015 



^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ 

Molly Joseph Ward 
Secretary of Natural Resources 

DEf^rA^^rOF&WW(OAfMEAT4I gLWlTTT 
NORTHERN REGIONAL OFFICE 

13901 Crown Court, Woodbridge, Virginia 22193-1453 
(703) 583-3800 Fax (703) 583-3821 

www.deq.virginia.gov 

Thomas A. Faha 
Regional Director 

David K. Paylor 
Director 

May 15,2015 

Mr. D. Richard Beam 
Senior Vice President - Power Supply 
Old Dominion Electric Cooperative 
4201 Dominion Boulevard 
Glen Allen, VA 23060 

Dear Mr. Beam: 

Attached is a minor amendment to your new source review permit document dated 
October 27,2009, as amended February 26, 2010, to modify and operate stationary gas turbines 
in accordance with the provisions of the Virginia State Air Pollution Control Board's 
Regulations for the Control and Abatement of Air Pollution. This amended permit supersedes 
your permit document dated October 27,2009, as amended February 26,2010. 

The Department of Environmental Quality (DEQ) deemed the application complete on 
June 30, 2014 and has determined that the apphcation meets the requirements of 9 VAC 5-80-
1280 for a minor amendment to a new source review permit. 

This permit contains legally enforceable conditions. Failure to comply may result in a 
Notice of Violation and civil charges. Please read all permit conditions carefully. 

The permit approval to modify and operate shall not relieve Old Dominion Electric 
Cooperative of the responsibility to comply with all other local, state, and federal permit 
regulations. 

The Board's Regulations as contained in Title 9 of the Virginia Administrative Code 5-
170-200 provide that you may request a formal hearing from this case decision by filing a 
petition with the Board within 30 days after this case decision notice was mailed or deUvered to 

Location: Fauquier County 
Registration No.: 40996 

Facility ID No. 51-061-00063 



Mr. D. Richard Beam 
Old Dominion Electric Cooperative 
May 15,2015 
Registration Number: 40996 
Page 2 

you. 9 VAC 5-170-200 provides that you may request direct consideration of the decision by the 
Board if the Director of the DEQ made the decision. Please consult the relevant regulations for 
additional requirements for such requests. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have 30 days from the 
date you actually received this permit document or the date on which it was mailed to you, 
whichever occurred first, within which to initiate an appeal of this decision by filing a Notice of 
Appeal with: 

If this permit document was delivered to you by mail, three days are added to the thirty-day 
period in which to file an appeal. Please refer to Part Two A of the Rules of the Supreme Court 
of Virginia for information on the required content of the Notice of Appeal and for additional 
requirements governing appeals from decisions of administrative agencies. 

If you have any questions concerning this permit, please contact me, by phone at (703) 
583-3928 or e-mail at james.lafratta@deq.virgmia.gov. 

David K. Paylor, Director 
Department of Environmental Quality 
P. O. Box 1105 
Richmond, VA 23218 

Sincerely, 

James B. LaFratta 
Regional Air Permit Manager 

TAF/JBL/40996 mNSR Permit Amendment (5-15-15) 

Attachment: Permit 

cc: David N. Smith, Old Dominion Electric Cooperative (electronic copy) 
Manager/Inspector, NRO Air Compliance (electronic copy) 



Molly Joseph Ward 
Secretary of Natural Resources 

COA#/DAr^y41ZfY of F//(G77v%4 
DEfX^TMEATOFgV^OjVMBVT^Z gLC4ZJ7T 

NORTHERN REGIONAL OFFICE 
13901 Crown Court, Woodbridge, Virginia 22193-1453 

(703)583-3800 Fax(703)583-3821 
www.deq.virginia.gov 

NRO-079-15 

David K.. Paylor 
Director 

Thomas A. Paha 
Regional Director 

STATIONARY SOURCE PERMIT TO MODIFY AND OPERATE 
This permit includes designated equipment subject to New Source Performance Standards 

(NSPS) 
This amended permit supersedes your permit document dated October 27,2009, as amended 

February 26.2010. 

In compliance with the Federal Clean Air Act and the Cornmonwealth of Virginia 
Regulations for the Control and Abatement of Air Pollution, 

Old Dominion Electric Cooperative 
4201 Dominion Boulevard 
Glen Allen, VA 23060 
Registration No.: 40996 

is authorized to modify and operate 

three (3) simple cycle combustion turbines and associated auxiliary 
equipment 

located at 

Marsh Run Generation Facility 
12109 Lucky Hill Road 
Remington, VA 22734 
(Fauquier County) 

in accordance with the Conditions of this permit. 

Approved on 
Amended on 
Amended on 

October 27, 2009 
February 26,2010 
May 15,2015 

^ . CTr̂  c. LjTcJ\\_ 

Thomas A. Faha 
Regional Director 

Permit document consists of 21 pages. 
Permit Conditions 1 to 43. 
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INTRODUCTION 

This permit approval is based on the permit applications dated: 

• June 27, 2014; 

• January 29, 2010; 

• July 13,2009 (including supplemental information dated August 26, 2009, September 14, 
2009, and October 19, 2009); 

• June 3,2004 (including supplemental information dated September 23,2004, June 21, 
2005, March 7,2006, August 29,2006, September 29,2006, December 6,2006 and March 
30,2007; and 

• January 25, 2001 (including amendment information dated February 28, 2001, April 17, 
2001, November 5,2001, November 28, 2001, January 17,2002, January 18,2002, april 
30, 2002, May 23,2002, August 1,2002, September 12, 2002 and October 31,2002. 

Any changes in the permit application specifications or any existing facilities which alter the 
impact of the facility on air quality may require a permit. Failure to obtain such a permit prior to 
construction may result in enforcement action. In addition, this facility may be subject to 
additional applicable requirements not listed in this permit. 

Words or terms used in this permit shall have meanings as provided in 9 VAC 5-80-1110 
(definitions) and 9 VAC 5-10-20 of the State Air Pollution Control Board Regulations for the 
Control and Abatement of Air Pollution. The regulatory reference or authority for each 
condition is listed in parentheses Q after each condition. 

Annual requirements to fulfill legal obligations to maintain current stationary source emissions 
data will necessitate a prompt response by the permittee to requests by the DEQ or the Board for 
information to include, as appropriate: process and production data; changes in control 
equipment; and operating schedules. Such requests for information from the DEQ will either be 
in writing or by personal contact. 

The availability of information submitted to the DEQ or the Board will be governed by 
applicable provisions of the Freedom of Information Act, §§ 2.2-3700 through 2.2-3714 of the 
Code of Virginia, § 10.1-1314 (addressing information provided to the Board) of the Code of 
Virginia, and 9 VAC 5-170-60 of the State Air Pollution Control Board Regulations. 
Information provided to federal officials is subject to appropriate federal law and regulations 
governing confidentiality of such information. 
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PROCESS REQUIREMENTS 

1. Equipment List - Equipment at this facility consists of the following: 

Equipment permitted prior to the date of this permit: 

Reference 
No. 

Equipment Description Rated Capacity 
Delegated 
Federal 

Requirements 

EU 1-3 
Three (3) GE Model PG7241S (FA) 
simple cycle, dual fuel, combustion 

turbines 

1,624 MMBtu/hr1 

(heat input when 
combusting natural 

gas) 

1,820 MMBtu/hr1 

(heat input when 
combusting No. 2 
distillate fuel oil) 

(each unit) 

40 CFR Part 60 
Subpart GG 

EU 5A-5B Two (2) natural gas fuel pipeline 
heaters 

9.0 MMBtu/hr 
(heat input) 

(each unit) 

None 

EU6 One (1) emergency diesel fire pump 2.59 MMBtu/hr 
(heat input) None 

TNK 1-2 
Two (2) fixed roof above ground 

storage tanks for No. 2 distillate fuel 
oil 

1,000,000 gallons 
(nominal storage 

capacity) 

(each unit) 

None 

TNK3 One (1) distillate fuel oil storage tank 
for the fire pump (EU 6) 

250 gallons 
(nominal storage 

capacity) 
None 

l 1 1 c ^ 1 

When operated at 100 percent base load at atmospheric conditions - temperature of 59°F, 
relative humidity of 60 percent and a pressure of 14.7 psia. 

Specifications included in the permit under this Condition are for informational purposes 
only and do not form enforceable terms or conditions of the permit. 
(9 VAC 5-80-1180 D 3) 
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2. NOx Emission Controls - Nitrogen oxides (NOx) emissions from each combustion turbine 
(CT) (Ref. No. EU 1-3) shall be controlled by utilization of a dry low NOx combustor when 
firing natural gas or water injection when firing No. 2 distillate fuel oil. The CTs shall be 
provided with adequate access for inspection. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

3. NOx Emission Controls - NOx emissions from each natural gas pipeline heater (Ref. No. 
EU 5A-5B) and the emergency diesel fire pump (Ref. No. EU 6) shall be controlled by the 
use of good combustion operating techniques. The natural gas fueled pipeline heaters and 
emergency diesel fire pump shall be provided with adequate access for inspection. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

4. S0 2 Emission Controls - Sulfur dioxide (S02) emissions from each CT (Ref. No. EU 1 -3), 
natural gas pipeline heater (Ref. No. EU 5A-5B) and the emergency diesel fire pump (Ref. 
No. EU 6) shall be controlled by the use of low sulfur fuels. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

5. PMio Emission Controls - Particulate matter (PM) emissions from each CT (Ref. No. EU 1-
3), natural gas pipeline heater (Ref. No. EU 5A-5B) and the emergency diesel fire pump 
(Ref. No. EU 6) shall be controlled by the use of clean burning fuels and good combustion 
operating practices. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

6. VOC and CO Emission Controls - Volatile organic compounds (VOC) and carbon 
monoxide (CO) emissions from each CT (Ref. No. EU 1-3), natural gas pipeline heater (Ref. 
No. EU 5A-5B) and the emergency diesel fire pump (Ref. No. EU 6) shall be controlled by 
the use of good combustion operating practices. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

OPERATING LIMITATIONS 

7. CTs' Operating Hours -

a. When firing natural gas, the combined hours of operation of the GE (FA) CTs (Ref. No. 
EU 1-3) shall not exceed 4,800 hours per year, calculated monthly as the sum of each 
consecutive twelve month period. See Condition 31 .h for record keeping requirements to 
demonstrate compliance with this condition. 

b. When firing No. 2 distillate fuel oil, the combined hours of operation of the GE (FA) CTs 
(Ref. No. EU 1-3) shall not exceed 512 hours per year, calculated monthly as the sum of 
each consecutive twelve month period. See Condition 31 .h for record keeping 
requirements to demonstrate compliance with this condition. 
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c. Except for start-up and shut-down conditions, foel switching, re-turn^g,sch^ 
ncn^cheduledmamten^ 
percent ofits caseload. 

(9VAO5-80-1180) 

8. Pipelme Heaters'Operating Hours--Phccomhincd hours of operation fo 
foci pipeline heaters (Ref. No. EU5A-5E)shall not exceed4,800 hours peryear,calc^ 
monthly as the sum ofeach consecutive twelve month period. SeeCondition31hforrecord 
keepingrcquhements to demonstrate compliance with this condition. 
(9VAC5-80-1180) 

9. Fire Pump's OperatmgHours--reoperation ofthe emergency diesel tire pump ^ 
EU 6) shall not exceed̂ OO hours peryear,calculatedmonthly as the sum of each 
consecutive twelve month period. SccCondition^l.hforrecordkeepingrequirementsto 
demonstrate compliance with this condition. 
(9VAO5-80-1180) 

10. Fuel^P^e approvedfoclsfortheCPs (Ref. No. EUl-3)arenatural gas(pru^ 
No.2distillatefoel oil (hack-up foel).Phe approved foci fo 
EU5A-5B)isnaturalgas.Pheapprovedfoelforthe emergency the pu^ 
isNo.2distillatefueloil. 

Distillate oilisdefmedasfoel oil thatmeetsthesp^ 
under American Socie^forPestmgandMaterials,ASPMD396,"^ 
PuelOils",orotherapproyedASPMmethod,mcor^ratedin40CPR60hyreferencc. A 
change in foelmayreqtnrear^rmit to modify 
(9VAC5-80-1180) 

11. NaturalOas Fuel Specifications--Themaximumsulfurcontent ofthen 
hur^edmmeCPs(Ref.Nio.^Gl-3) and me pipelme heaters 
exceed^Ogramsper 100 dry standard cuĥ  
natural gasto he hurncdinmeCPsandthepipelineheaters shall not exceed 0.5 grains 
lOOdry standard cuhicfoetperyear,calcmatedmonthly as the averageof each consecutî ^ 
twelve month period.Compliancefortheconsccutive twelve monmperiodshall he 
demonstratedmonthlyhyaveragmgthetotalforthemostrecently completed^ 
with the individual monthly 
(9VAC5-80-1180) 
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12. No. 2 Distillate Fuel Oil Specifications - The maximum sulfur content of the No. 2 
distillate fuel oil to be burned in the CTs (Ref. No. EU 1-3) shall not exceed 0.05% by 
weight. 

The maximum sulfur content of the No. 2 distillate fuel oil to be burned in the emergency 
diesel fire pump (Ref. No. EU 6) shall not exceed 0.5% by weight. 
(9 VAC 5-80-1180) 

13. Fuel Certification - The permittee shall obtain a certification from the fuel suppber and/or 
fuel delivery company with each shipment of No. 2 distillate fuel oil. Each fuel supplier 
certification shall include the following: 

a. The name of the fuel supplier/fuel delivery company; 

b. The date on which the No. 2 distillate fuel oil was received; 

c. The quantity of No. 2 distillate fuel oil delivered in the shipment; 

d. A statement that the distillate oil complies with the American Society for Testing and 
Materials specifications (ASTM D396) for numbers 1 or 2 fuel oil or other approved 
ASTM method, incorporated in 40 CFR 60 by reference; and, 

e. The actual sulfur content of the No. 2 distillate fuel oil. Fuel sampling and analysis 
independent of that used for certification may be used to determine fuel oil sulfur content. 

(9 VAC 5-80-1180 and 9 VAC 5-170-160) 

14. Fuel Tanks - The two 1,000,000 gallons fixed-roof above ground storage tanks (Ref. No. 
EU TNK 1-2) shall be used to store No. 2 distillate fuel oil only. 
(9 VAC 5-80-1180) 

15. Requirements by Reference - Except where this permit is more restrictive than the 
applicable requirement, the CTs (Ref. No. EU 1-3) as described in Condition 1 shall be 
operated in compUance with the requirements of 40 CFR 60, Subpart GG (Standards of 
Performance for Stationary Gas Turbines). 
(9 VAC 5-80-1180,9 VAC 5-50-400 and 9 VAC 5-50-410) 
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lo^Testing^onitoringPorts^Upon^ 
modified so as to allow for emissions testing andmorntoringuponreasonahlc notice at ariy 
time, using appropriate methods. This includes modifyingthefacility such that volumetric 
fiow rates and pollutant cmissionrates can he accurately determined hythe applicable test 
memods and providmg stack or ductthatisfreefrom cyclonic fio Test ports shall he 
provided when requested at the appropriate locations. 
^VAC^0-30Fand9VAC^0-1180) 

17.AfteraateOperatmgScenario: Fuel Switching^Euel switching is lim^^ 

Eventl^AutomaticorOr^ratorlm^ 
Oil: Theperiod will r^gm when gas usage is first reduced fortbe purpose of swî ^ 
and end whenoil consumption and waterinjection have stabilized. 

Event^^OneratorlnitiatedTuelSwitclun^fiomEuelOiltoPipe^ The 
period v^ll begin when tbe turbines work load is reduced forthe purpose of switching t^ 
natural gas and end when oil usâ e ceases and me turbine is re-stabilizedm 
Low NOx Burners. 

Excess NOxEmissions^Excess NOx emissions fiom each CT (Ref No. P U l - 3 ) ^ 
limited to no more than two 1 ^ 
specifically authorized by OEQ for longer duration priorto me evenL Foreachfoel 
switching event, the permittee shall: 

a. Operate all equipment inamanner consistent wimairpollutioncontiolpractices for 
minimizing emissions. 

h. The permittee has providcdand shall maintamageneral description ofme procedures 
be followed during periods offoelswitclnng to ensure thatthe best operations 
to mimmize emissions will r^ adhered to and the duration of excess emissions wil^ 
minimised. 

c. Thedescriptionmayf^updatedas needed by submitting such update to the Regior^ 
ComplianceManageroftheOEO^sNormemRegional Of f i ce r 
complementation. 

d. Excessemissionsduring thefoelswitchmgprocedure will b^ 
thequarterlyExcessEmissionReportreqmredbyCondition32.TheCEM data will be 
^fiagged^tommcatefoatfoelswitchingtookplace. 

Allcorrespondenceconcernmgmisperm^ 
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Regional Air Compliance Manager 
Department of Environmental Quality 
Northern Regional Office 
13901 Crown Court 
Woodbridge, VA 22193 

(9 VAC 5-20-180 J and 9 VAC 5-50-20 E) 

EMISSION LIMITS 

18. Short-term Emission Limits: Natural Gas -

a. Short-term emissions from the operation of each CT (Ref. No. EU 1 -3) while firing 
natural gas shall not exceed the limits specified below (except during start-up and shut
down as defined in Condition 20, fuel switching in accordance with Condition 17 and re-
tuning in accordance with Condition 35): 

PM-10 

Nitrogen Oxides 
(asN02) 

181bs/hr 

10.5 ppmvd @ 15% 0% (1-hour average) 

9.0 ppmvd @ 15% 0 2 (30-day average) 

Carbon Monoxide 9.0 ppmvd @ 15% 0 2 (3-hour average) 

Nitrogen Oxides 
(asNOz) 

b. During fuel switching, as defined in Condition 17, the short-term combustion turbine 
emission limits for No. 2 distillate fuel oil contained in Condition 19 shall apply when 
switching from natural gas to fuel oil or from fuel oil to natural gas combustion. Excess 
emissions during fuel switching shall be any emissions above those specified in 
Condition 19. 

(9 VAC 5-80-1180 and 9 VAC 5-50-260) 
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l9.Short-term Emission L i m i ^ 
of each GT (Ref No. EG l-3)while firing No.2distillatet^^^ 
specified hclow(exccptdtn^ngstart-np,shut-down,fuelsv^^ 

PMIO 36lhs/hr 

Nitrogen Gxides 4^ppmvd^l5%G 2(l^honr average) 
(asNG2) 

Garhon Monoxide 20ppmvd@l5%G2(3-honraverage) 

^whenfnelhotmdnit^ 
the adjusted standard shali he dctcrnnned, recorded and maintained nr^ 
delivery hythefollowingformnla (if an adjusted NGx stands 

NGxStandard^(0.04^EEN)^0.0042 
where: 

EBN^Pnelf^tmd nitrogen content of me distillate m^ 

Notc(l):0.0042%^42ppm 

Note (2): 0.05% ismaximnmPEN allowed in adjnstingmeNGx emission standar 

(9VAG5^0-ll80and9VAG 5-50-260) 
20. Sfart-np and Shnt-down^Porthe purposes ofthis permit, defimtionsofstar^ 

down(astheyrelatetotheGPs(RefNo.EGl-3))areprovidedhelow: 

a. ^Stari-up^ is defined as eimerrhe time fiomigmtion to one horn afi 
Emissions Compliance Gontrol Mode or as the period commenemgwith ignition of ti^^ 
nnit and consistmgoftwo hours of continuous emission monitors 
whichever has the shortcrtimc interval. Emissions Compliance Control Mode is defined 
as Mode6orpre-mixcomhustionmodesforthe units, when comhustingnamral gas fuel. 
These modesare the low NGxcontrolmodes. When comhustingfuel oil, the Emissions 
Comphance Control Mode is achieved when the water injectionNGx control system is 
activated. 

h. ^Shut-down^ is definedaseithermeperiodoftimefiom initiation ofarurhme 
untilignitionstopsorasthe period comprisedofthe final two hoursofCEMSdataprior 
to the time whenno fuel is hemgeomhusted, whichever has me s h o ^ 

(9VAC5-80-1180) 
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21. CTs' Annual NOx Emission Limits - Nitrogen Oxides emissions (as N0 2) from the 
combined operation of the three CTs (Ref. No. EU 1 -3) shall not exceed 245.2 tons per year, 
calculated daily as the sum of each consecutive 365-day period. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

22. Facility-wide Annual NOx Emission Limits - Nitrogen Oxides emissions (as N02) from 
the combined operation of all the emission sources at the Marsh Run Generation Facility (as 
referenced in Condition 1) shall not exceed 247.6 tons per year, calculated daily as the sum 
of each consecutive 365-day period. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

23. Visible Emission Limit - Visible emissions from each CT exhaust stack (Ref. No. EU 1-3) 
shall not exceed ten (10) percent opacity except during one 6-minute period in any one hour 
in which visible emissions shall not exceed twenty (20) percent opacity, as determined by 
EPA Method 9 (reference 40 CFR 60, Appendix A). This condition applies at all times 
except during start-up, shut-down and malfunction. 
(9 VAC 5-80-1180 and 9 VAC 5-50-260) 

EMISSION AND PARAMETER MONITORING 

24. CEMS/Monitoring Data Use - At the discretion of the Board, the NOx continuous emission 
monitoring systems (CEMS) required by this permit, the continuous monitoring data, and the 
quality assurance data shall be used to determine compliance with the NOx emission limtis 
and/or relevant emission standards. Each monitor is subject to such data capture 
requirements and/or quality assurance requirements as specified in this permit and as may be 
deemed appropriate by the Board. 
(9 VAC 5-50-40 and 9 VAC 5-50-410) 

25. NOx CEMS - CEMS shall be installed, maintained and operated to measure and record the 
emissions of nitrogen oxides from each CT's (Ref. No. EU 1-3) exhaust stack. An oxygen 
(O2) monitor shall be co-located with each nitrogen oxide concentration monitor. 

The CEMS shall be installed, calibrated, maintained and operated in accordance with the 
performance specifications and test procedures (as applicable) identified in 40 CFR 75, 
Appendices A and B. Upon request by the DEQ, the source shall conduct performance tests. 

The quahty assurance of data generated by the CEMS shall be demonstrated by 
implementing or exceeding the minimum requirements for CEMS quality assurance as 
defined in 40 CFR 75, Appendix B. A NOx CEMS quality control program which meets the 
requirements of 40 CFR 75 and 40 CFR 75, Appendix B shall be implemented for all 
continuous monitoring systems. As per 40 CFR Part 75, Appendix B §2.2.3.f, no more than 
four (4) successive calendar quarters plus the allowable grace period allowed in 40 CFR Part 
75 will elapse without performing a NOx and 0 2 analyzer linearity check. As per 40 CFR 
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Part 75,AppcndixE§2.3.3.a.4, no more than eight (8) successive calendar quarters plus the 
allowable grace period allowed in 40 CPR Part 75 will elapse without performingaNOx 
CEMS relative accuracytest audit (RATA). 
(9VAC5-50-40,9VAC5-50-50and9VAC 5-50-410) 

26. CEMS Minimum Data Capture^The NOx CEMS required by this permit shall meeta 
rninimum data capture of90 percent 
calculatcdmonmly as the sum of each consecutive twelve-month period. Compliance tbrthe 
cor^ecutivetwelve-monthperiodshab be demonstratedmonth^ 
recent completed calendar month^stotal hours ofvalid CEMS dataand total hours ofunit 
operationtotheirrespectivemonthlytotalsmrthe preceding elevenmonths, and then 
dividing me total hours ofvalid CEMS data in the twelve month period hythe total hours of 
unit operation in the twelve month period to determine availability. 
(9VAC5-50-40and9VAC5-50-410) 

27. NOxCEMS Pauure--lntheevcntofaNOxCEMS failure,ther^rmitteemustei^ 

a. Use the maximum allowable hourly NOx en^ssionrate(mlbs/10^Etuequivalentto the 
1-hour average concentration lirmts listed in Conditions 18and 19), fb^ 
operation where CEMS datais not available. This data shall be included in the rolling 
365-day emission summation; or, 

b. Provide data, winch demonstrates an accurate correlation f^tweenu^^ 
injection curve and acmal emission rates. Upon approval ofme OEO, this curve can be 
used as surrogate CEMS dataformture emission calculations. 

(9VAC5-50-40) 

28. Puel Consumption Monitormg^The permittee shall mstallacontmuousmom^ 
system (CMS) to measure andrecord the flowrateofmel combusted by each CT (Ref. N^ 
EGl-3)for each hour when me unit is combusting fuel. The CM^ shall consist of an in-line 
melflov^eter,andautomaticallyrecordtbe data vvitbadata acquisition an^ 
system. These records shall be kept onfile at me facility fbrthe most ctu^ 
period. 
(9VAC5-50-40,9VAC5-50-410and9VAC5-80-1180) 

29. Nataral Gas Sub^urContentMonitoring^Thc permittee shallmonitortbesulf^ 
ofme natural gas bemgffred in each CT (Ref. No. EUl-3),m 
60, Subpart GG. OOEC'sEPAapproved custom melmonitorm^g schedule is as follows: 

a. Analysis for melsulfm content ofthenatu^ 
totalsulfmmemodsdescribedin40CPR§60.335 (b)(10).Alte^ 
suiting content oftbegaseousmelduringthemostrecentp^ 
0.4weightperccnt(4000ppmw),ASTMO4084-82or94,O5504-01,O6228-98,orGas 
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Processors Association Standard 2377-86 (all of which are incorporated by reference -
see 40 CFR §60.17), which measure the major sulfur compounds, may be used. 

b. Sulfur monitoring shall be conducted twice monthly for twelve months. If this 
monitoring demonstrates compliance with allowable permit limits, then sulfur monitoring 
shall be conducted once per month for six months. 

c. If the monitoring required in Condition 29.b demonstrates consistent compUance with the 
fuel sulfur content allowable permit limits, sulfur monitoring shall be conducted once per 
quarter. 

d. The sulfur analyses required Conditions 29.b and 29.c shall be conducted during unit 
operating months only. 

e. Should any sulfur analysis required in Condition 29.b indicate noncompliance, the 
permittee shall notify the Regional Air Compbance Manager of the DEQ's NRO. Sulfur 
monitoring shall be conducted each day the CTs operate during the interim period when 
this custom schedule is being re-examined and those results may be submitted to show 
compliance. 

f . If there is a change in fuel supply, the permittee shall notify the Regional Air Compliance 
Manager of the DEQ's NRO of such change for re-examination of this custom schedule. 
A change in fuel quality may be deemed a change in fuel supply. Sulfur monitoring shall 
be conducted weekly during the interim period when this custom schedule is being re
examined. 

g. As per 40 CFR §60.334(h)(3) and not withstanding 40 CFR §60.334(h)(l), the owners or 
operators may elect not to monitor more frequently than once per year (40 CFR 75, 
Appendix D, Section 2.3.1.4 or 2.3.2.4) for the total sulfur content of gaseous fuel 
combusted in a turbine i f the gaseous fuel is demonstrated to meet the definition of 
natural gas in 40 CFR §60.33 l(u), regardless of whether an existing custom schedule 
approved by the Administrator for 40 CFR Subpart GO requires such monitoring. The 
owner or operator shall use one of the following sources of information to make the 
required demonstration: 

i . The gas quality characteristics in a current valid purchase contract, tariff sheet or 
transportation contract for the gaseous fuel, specifying that the maximum total sulfur 
content of the fuel is 20.0 grains/100 scf or less; or, 

i i . Representative fuel sampling data which show that the sulfur content of the gaseous 
fuel does not exceed 20 grains/100 scf. At a minimum, the amount of fuel sampling 
data shall be as specified in Section 2.3.1.4 or 2.3.2.4 of 40 CFR Part 75, Appendix 
D. 
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These records shall be available on-site for inspection by the DEQ and kept on file for the 
most current five year period. 
(9 VAC 5-50-30 G, 9 VAC 5-80-410 and EPA letters dated March 28, 2003 and July 9, 
2004) 

30. No. 2 Distillate Fuel Oil's Nitrogen and Sulfur Content Monitoring - The permittee shall 
sample the No. 2 distillate fuel oil storage tanks (Ref. No. TNK 1-2) that supply fuel oil to 
the CTs (Ref. No. EU 1-3), to determine the sulfur content on each occasion that fuel is 
transferred to the storage tanks from any other source or fuel vendor. For the purposes of this 
permit, an oil shipment/transfer is defined as a series of truck transport loads from a vendor's 
fuel oil tank(s) to the each of the permittee's 1,000,000 gallon above ground storage tanks. 

Fuel oil sulfur content shall be determined using ASTM D2880 or another approved, 
applicable ASTM method incorporated by reference in 40 CFR Part 60. 

I f the permittee claims an allowance for fuel bound nitrogen (see Condition 19 and/or i f an F-
value greater than zero is being or will be used by the permittee to calculate STD in 40 CFR 
§60.332), the permittee shall monitor the nitrogen content of the fuel combusted in the 
turbine in same fashion as for sulfur content required in this permit condition. The nitrogen 
content of the fuel shall be determined using methods described in §60.335(b)(9) or an EPA 
approved alternative procedure. 

Records of fuel oil sulfur and nitrogen content shall be available on site for inspection by 
DEQ personnel. They shall be kept on file for the most current five year period. 
(9 VAC 5-50-30 G) 

RECORDS AND REPORTING 

31. On-Site Records - The permittee shall maintain records of emission data and operating 
parameters as necessary to demonstrate compliance with this permit. The content and format 
of such records shall be arranged with the Regional Air Compliance Manager of the DEQ's 
NRO. These records shall include, but are not limited to: 

a. Fuel records to demonstrate compliance with Conditions 10, 11,12,13,29 and 30. 

b. Annual hours of operation for each CT (Ref. No. EU 1 -3), calculated monthly as the sum 
of each consecutive twelve-month period, as required by Condition 7. 

c. Annual hours of operation for the natural gas pipehne heaters (Ref. No. EU 5A-5B), 
calculated monthly as the sum of each consecutive twelve-month period, as required by 
Condition 8. 
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d. Annual hours of operation for the emergency diesel fire pump (Ref. No. EU6), calculated 
monthly as the sum of each consecutive twelve-month period, as required by Condition 9. 

e. The hourly fuel consumption (in scf/hour and gallons/hour) of each CT (Ref. No. EU 1-
3), when in operation, as required in Condition 28. 

f. Data and calculations necessary to demonstrate compliance with the emission limits 
contained in Conditions 21 and 22. 

g. Scheduled and unscheduled maintenance, and operator training, as required in Condition 
38. 

h. Compbance for the consecutive twelve month period (as applicable for the items above) 
shall be demonstrated monthly by adding the total for the most recently completed 
calendar month to the individual monthly totals for the preceding eleven months. 

These records shall be available for inspection by the DEQ and shall be current for the most 
recent five years, unless otherwise noted. 
(9 VAC 5-80-1180 and 9 VAC 5-50-50) 

32. Reports for Continuous Monitoring Systems (Data Acquisition Report) - The permittee 
shall furnish on a quarterly basis written reports of excess emissions from any process 
monitored by a CEMS. The reports shall be sent to the Regional Air Compliance Manager of 
the DEQ's NRO, postmarked no later than the 30th day following the end of the calendar 
quarter. These reports shall include, but are not limited to the following information: 

a. For each month in the quarter, report each hour in which a NOx permit limit is exceeded. 
The report shall include the following for each excess emission of NOx: start time, 
duration, equipment involved, actual NOx emissions in ppmdv@ 15% 0 2 , fuel type and 
consumption rate, nitrogen content of fuel oil (if oil fired and as required by Condition 
30), actual weather conditions (temperature, barometric pressure and humidity) and CT 
load. 

b. When no excess emissions have occurred or the continuous monitoring systems have not 
been inoperative, repaired or adjusted, such information shall be stated in the report. 

(9 VAC 5-50-50 and 9 VAC 5-170-160) 
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33. Notification forControi Equipment Maintcnancc^Thc permittee shall fo 
notification to the Regional Air Compliance Manager of me DEQ'sNRO 
shut-dov^ or bypass, or both, airpofiution control equipment for necessary 
mamtcnance,which rcsultsmexccss emissions for more man one hour, ̂  
hours priorto the shut-down. The notification shall include, but is not limited to, the 
followmg information: 

a. Identification oftbe airpollution control equipment to f^ taken out of service,^ 
its location, andrcgistrationnumber; 

b. The expected lengmoftimethattheairpollutionconttol equipment will be out of 
service; 

c Thenatureandquantityofemissionsofairpollutantslikelyto^ 
down period; 

d. Measures that will retaken to nmu^ze the length of me shut-down ortone^^ 
effect oftbe outage. 

(9 VAC5-20-180 8,9VAC5-20-180Jand9VAC5-80-1180D) 

34. Notification forEacmty or Control Equipment Malfuncti 
notification to the Regional Ab Compliance Manager, DEQ'sNROof 
affected tacibty or related abpollution contiolequipmentm^ 
formore than one hour, by electronic mail,facsimilcttansmiss^^ 
Suchnotificationshab be made as soon as practicable butnolaterfoan four daytime busines 
hours afierthemalfonction is discovered. The permittee shall provideawritten statement 
giving ail pertment foots, mcludmgme estimateddumtiono^ 
daysofthe occurrence. A perntittee subject to the requbementsof9VAC5-40-50Cand/or 
9VAC5-50-50Cis not required to provide foe written two week statement forfocilb^^ 
subjecttomemonitoringrequirementsof9VAC 5-40-40 andBor9VAC 5-50-40. 

w^en the condition causing the foilure or malfunction has been c o ^ 
is again inoperatior^ the permittee shall notify me RegionalAhCompliance Manager, 
OEQ'sNRO 
(9VAC5-20-180C) 



Old Dominion Electric Cooperative 
Marsh Run Generation Facility 

Registration Number: 40996 
October 27,2009, Last Amended May 15, 2015 

Page 16 

35. Excess Emissions: Re-tuning - Excess emissions resulting from the re-tuning of the dry low 
NOx burners shall be permitted provided that: 

a. Best operational practices are adhered to and the duration of excess emissions shall be 
minimized but in no case exceed twelve hours per combustion turbine (CT) re-tuning 
event in any twenty-four hour period. The operator may request additional hours from 
the DEQ. 

b. During each CT's re-tuning event, NOx emission concentrations, based on an hourly 
average, shall not exceed the NOx standards of the New Source Performance Standards 
(NSPS) 40 CFR 60 Subpart GG - Standards of Performance for Stationary Gas Turbines 
(40 CFR §60.330 et seq.). 

c. The permittee shall notify the Regional Air Compliance Manager of the DEQ's NRO no 
less than twenty-four hours prior to each CT's re-tuning event. The notification shall 
include, but is not limited to, the following information: 

i . Identification of the specific CT to be re-tuned; 

i i . Reason for the re-tuning event; and 

ii i . Measures that will be taken to minimize the length of the re-tuning event. 

d. The permittee shall furnish a written report to the Regional Air Compliance Manager of 
the DEQ's NRO of all pertinent facts concerning the re-tunmg event, as soon as 
practicable but not later than fourteen business days after the re-tuning event. The 
notification shall include, but is not limited to, the following information: 

i . Identification of the CT that was re-tuned; and 

i i . The magnitude of excess emissions per CT, any conversion factors used in the 
calculation of the excess emissions, and the date and time of commencement and 
completion of each period of excess emissions. 

e. NOx emissions during each CT's re-tuning event shall be recorded and included in the 
associated quarterly reports and in the total annual emissions as required in Conditions 21 
and 22. 

f. The re-timing event for each CT shall be identified on the Data Acquisition Report 
required by Condition 32. 

(9 VAC 5-20-180,9 VAC 5-50-50 and 9 VAC 5-50-410) 
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36. Excess Emissions: Malfunctions - Excess emissions resulting from the malfunction shall be 
permitted provided that: 

a. Best operational practices are adhered to and the duration of excess emissions shall be 
minimized. 

b. During each malfunction, NOx emission concentrations, based on an hourly average, 
shall not exceed the NOx standards of the New Source Performance Standards (NSPS) 40 
CFR 60 Subpart GG - Standards of Performance for Stationary Gas Turbines (40 CFR 
§60.330 etseq.). 

c. The permittee shall notify the Regional Air Compliance Manager of the DEQ's NRO 
within four daytime business hours after a malfunction is discovered. The notification 
shall include, but is not limited to, the foUowing information: 

i . Identification of the specific CT experiencing the malfunction; 

i i . The nature and quantity of emissions of air pollutants likely to have occurred during 
the malfunction. 

iii . Measures that will be taken to minimize the length of the malfunction. 

d. As per Conditions 32 and 34, the permittee shall furnish a written report to the Regional 
Air Compliance Manager of the DEQ's NRO of all pertinent facts concerning the 
malfunction event. The notification shall include, but is not limited to, the following 
information: 

i . Identification of the CT that experienced the malfunction; and 

i i . The magnitude of excess emissions per CT, any conversion factors used in the 
calculation of the excess emissions, and the date and time of commencement and 
completion of each period of excess emissions. 

e. NOx emissions during each malfunction shall be recorded and included in the total 
annual emissions as listed in Conditions 21 and 22. 

f. The malfunction for each CT shall be identified on the Data Acquisition Report required 
by Condition 32. 

(9 VAC 5-20-180, 9 VAC 5-50-50 and 9 VAC 5-50-410) 
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GENERALGGNDtTfGNS 

37.GertificationofDocuments 
a. The followmg documents submitted to the board shall be signed byaresponsibleof^^^ 

(i) any emission statement, application, form,repor4orcompliancc certification;^ 
document requhed to be so signed by anyprovisionoffoe regulations oftbe boards 
(iii) any other document containing emissions data or compliance m ^ 
wishes the board to consider in foe admmistrationofits^ 
responsible official is defined as follows: 

1. Forabusinessentity,suchasacorporation, association or cooperative,aresponsible 
official is either: 

a. T^e presidents secretary,tteasurcr,oravice president oftbe busm^̂  
chargeofaprincipal business function, oranyotherperson who pcrfon^ 
policy or decision-mal̂ ng functions forfoebusmess entity;^ 

b. A duly authorized representative of such busmess entity ifthe representatively 
responsible forfoeoverall operation of one ormore manufacturing, production, or 
operatingfacibnesapplyingfororsnbjecttoap 
employmorethan250 persons or have gross annual sales or expenditures 
exceedmg ^25 million (msecond quarter 1980dollars)or(ii)focauthori^ 
documentshas been assigned or delegated to suchrcpresentativemaccordance 
w îth procedures oftbe business entity. 

2. Forapartnership or sole proprietorship,aresponsible official isageneralparmer or 
the proprietor, respectively. 

3. Foramunicipality,smte,foderal,orofoerpublicagency,aresponsibleofficial 
cithcraprmcipalexccutivcofficcrorrarn^g elected official.Apri 
officerofafederalagencyincludcsfo 
forfoeoverafioperatior^ofaprincipalgeogmphicunit oftbe agency. 

b. Anypersonsignmgadocumentundersubsection^a'oftmssectionshallmaxefo 
following certification: 

^Iccrtifyunderpenaltyoflawthattmsdocumentandallattachmen 
undermy direction orsupcrvisioninaccordancewifoasystem designed to assured 
qualified personnel properly gather and evaluate the info 
mquiry oftbe person orpersons who manage foe system, orfoosepersonsdbectl^ 
responsible for gathering andevaluatingthe inform 
the best ofmylmowledgeandbelief, true, accurate, and com 
aresignificantpenaltiesforsubmittmgfalseinfo 
and imprisonment forxnowingviolationsB' 
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c. Subsection ^b'of this condition shall be interpreted to mean that the signermusthave 
some tbrm of direction or supervision over the person gathermgt^^ 
me documcnt̂ the preparers), although the signernecdnot personally nor directly 
supervise these activities. Phesignerneed not beinme same Ime of authority 
preparers, nor do the persons gathermgth^ 
employees(e.g., outside contractors can be used). Itissufficientthat the signer has 
authorityto assure matthe necessary actions are taken to prepareacomplete and accu^̂  
document. 

d. Anypersonwhofails to subnet any relevanttactsorwho has submitted mco^ 
informationinadocument shall, upon becommg aware of suchfai^^ 
submittal, promptly submit suchsupplementary facts or corrected info 

(9VAO5-20^30) 

38. Maintenance/OperatingProcedures^Phe permittee shall take the following measuresm 
ordcrtonunimize foe duration and frequency of excess emissior̂ ^ 
pollution contiolequipmentand process equipment wfuchaffoct such emissions: 

a. Developamaintenance schedule and maintain records of all scheduled and non-
scheduled maintenance. 

b. Maintain an inventory of spare parts. 

c. l̂ ave available written operating procedures for equipment. Phese procedures shall be 
based on tbe manufacturer's recommendations, ataminm^ 

d. Pram operators in foe proper operation of all such equipmentandfanubarize the 
operators wifo foe written operating procedures, priortothebfi^ 
equipment. Phe permittee shall mamtainrecordsoffoe training provided mcluding the 
names oftramees, the date ofttaming and the nature of fo 

Records of mamtenance and trainmgsl^lr^mainta^ 
shab be made available to OPQ personnel upon request. 
(9VAC^0^0Pand9VAC^80-1180D) 
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39. PcrmitSuspension/RevocationDPhisp^ 

a. Knovvmglv makes materialmisstatements in the pcrmitapplicationora^^ 

it; 

b. Pailstocomplyvvim me conditiorisoftlus permit; 

o. Pails to complyv^manyemissionstandards applicable toapcrmiticd emissions u^^ 

d. Causes emissionsfrom the stationary source wlnchresultm 
with the attainments 

e. Pails tooperatc in cord^rmancewithanyapplicablecontiolstrate^ 
cmissionstandards or emissions lmutations,mmeS 
the time anapplicationforthispermitis submitted. 

(9VAC^0D1210G) 

40. Right ofEntry^Phepermitiee shall allowaumorizedlocal, stated 
representatives, upon me presentation of credentials: 

a. Poenterur^nthepermiticc'spremisesonwfnchthefacmt^ 
records are required to be keptunderthe terms and conditions of tmspe^ 

b. Pohave access to and copy atreasonabletimesanyrecords required to be keptunderthe 
termsandconditior^oftmspermitorme State Air Pollution ContioPB^ 

c. Poinspectatreasonable times any lacility,equipment,orprocesssubiectto the terms and 
conditions ofthispermitorthe State Air Pollution ControlBoardRegulations; and 

d. Posampleortestatreasonabletimes. 

Porpur^osesofmiscondition,metimeformspectionshabbedeemedreaso 
regular businesshoursorwheneverthefacilityis in operation. Nothmgcon^ 
shall make anmspection time unreasonableduring an emergency. 
(9VAC5170-130and9VAC5801180) 

41. VioiationofAmbientAirQuabtyStandard-Phepermitieeshall,uponr^^ 
DEQ,reducethe level of operation orshutdov^afacility,asnecessar^ 
anyprimaryambientairquafo 
timeastheambientairqualitystandardwill not be violated. 
(9VAC5201801and9VAC5801180) 
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42. Change of Ownership - In the case of a transfer of ownership of a stationary source, the new 
owner shall abide by any current minor NSR permit issued to the previous owner. The new 
owner shall notify the Regional Air Compliance Manager of DEQ's NRO of the change of 
ownership within 30 days of the transfer. 
(9 VAC 5-80-1240) 

43. Permit Copy - The permittee shall keep a copy of this permit on the premises of the facility 
to which it applies. 
(9 VAC 5-80-1180) 



ATTACHMENT C 

Title IV Acid Rain Permit Application 



&EPA 
United States 
Environmental Protection Agency 
Acid Rain Program 

OMB No. 2060-0258 
Approval expires 11/30/2012 

Acid Rain Permit Application 
For more information, see instructions and 40 CFR 72.30 and 72.31. 

This submission is: ~ new ~ revised X for Acid Rain permit renewal 

STEP 1 

Identify the facility name, 
State, and plant (ORIS) 
code. 

Facility (Source) Name State Plant Code 
Marsh Run Generation Facility VA 7836 

STEP 2 

Enter the unit ID# 
for every affected 
unit at the affected 
source in column "a." 

a b 

Unit ID# Unit Will Hold Allowances 
in Accordance with 40 CFR 72.9(c)(1) 

EU1 Yes 

EU2 Yes 

EU3 Yes 

EPA Form 7610-16 (Revised 12-2009) 
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Facility (Source) Name (from STEP 1) 

Acid Rain - Page 2 

STEP 3 

Read the standard 
requirements. 

Permit Requirements 

(1) The designated representative of each affected source and each affected 
unit at the source shall: 

(i) Submit a complete Acid Rain permit application (including a compliance 
plan) under 40 CFR part 72 in accordance with the deadlines specified in 
40 CFR 72.30; and 
(ii) Submit in a timely manner any supplemental information that the 
permitting authority determines is necessary in order to review an Acid Rain 
permit application and issue or deny an Acid Rain permit; 

(2) The owners and operators of each affected source and each affected unit 
at the source shall: 

(i) Operate the unit in compliance with a complete Acid Rain permit 
application or a superseding Acid Rain permit issued by the permitting 
authority; and 
(ii) Have an Acid Rain Permit. 

Monitoring Requirements 

(1) The owners and operators and, to the extent applicable, designated 
representative of each affected source and each affected unit at the source 
shall comply with the monitoring requirements as provided in 40 CFR part 75. 
(2) The emissions measurements recorded and reported in accordance with 
40 CFR part 75 shall be used to determine compliance by the source or unit, 
as appropriate, with the Acid Rain emissions limitations and emissions 
reduction requirements for sulfur dioxide and nitrogen oxides under the Acid 
Rain Program. 
(3) The requirements of 40 CFR part 75 shall not affect the responsibility of 
the owners and operators to monitor emissions of other pollutants or other 
emissions characteristics at the unit under other applicable requirements of 
the Act and other provisions of the operating permit for the source. 

Sulfur Dioxide Requirements 

(1) The owners and operators of each source and each affected unit at the 
source shall: 

(i) Hold allowances, as of the allowance transfer deadline, in the source's 
compliance account (after deductions under 40 CFR 73.34(c)), not less 
than the total annual emissions of sulfur dioxide for the previous calendar 
year from the affected units at the source; and 
(ii) Comply with the applicable Acid Rain emissions limitations for sulfur 
dioxide. 

(2) Each ton of sulfur dioxide emitted in excess of the Acid Rain emissions 
limitations for sulfur dioxide shall constitute a separate violation of the Act. 
(3) An affected unit shall be subject to the requirements under paragraph (1) 
of the sulfur dioxide requirements as follows: 

(i) Starting January 1, 2000, an affected unit under 40 CFR 72.6(a)(2); or 
(ii) Starting on the later of January 1, 2000 or the deadline for monitor 
certification under 40 CFR part 75, an affected unit under 40 CFR 
72.6(a)(3). 
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Facility (Source) Name (from STEP 1) 

Acid Rain - Page 3 

Sulfur Dioxide Requirements, Cont'd. 

(4) Allowances shall be held in, deducted from, or transferred among 
Allowance Tracking System accounts in accordance with the Acid Rain 
Program. 
(5) An allowance shall not be deducted in order to comply with the 
requirements under paragraph (1) of the sulfur dioxide requirements prior to 
the calendar year for which the allowance was allocated. 
(6) An allowance allocated by the Administrator under the Acid Rain Program 
is a limited authorization to emit sulfur dioxide in accordance with the Acid 
Rain Program. No provision of the Acid Rain Program, the Acid Rain permit 
application, the Acid Rain permit, or an exemption under 40 CFR 72.7 or 72.8 
and no provision of law shall be construed to limit the authority of the United 
States to terminate or limit such authorization. 
(7) An allowance allocated by the Administrator under the Acid Rain Program 
does not constitute a property right. 

Nitrogen Oxides Requirements 

The owners and operators of the source and each affected unit at the source 
shall comply with the applicable Acid Rain emissions limitation for nitrogen 
oxides. 

Excess Emissions Requirements 

(1) The designated representative of an affected source that has excess 
emissions in any calendar year shall submit a proposed offset plan, as 
required under 40 CFR part 77. 
(2) The owners and operators of an affected source that has excess 
emissions in any calendar year shall: -

(i) Pay without demand the penalty required, and pay upon demand the 
interest on that penalty, as required by 40 CFR part 77; and 
(ii) Comply with the terms of an approved offset plan, as required by 40 
CFR part 77. 

Recordkeeping and Reporting Requirements 

(1) Unless otherwise provided, the owners and operators of the source and 
each affected unit at the source shall keep on site at the source each of the 
following documents for a period of 5 years from the date the document is 
created. This period may be extended for cause, at any time prior to the end 
of 5 years, in writing by the Administrator or permitting 
authority: 

(i) The certificate of representation for the designated representative for the 
source and each affected unit at the source and all documents that 
demonstrate the truth of the statements in the certificate of representation, 
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Facility (Source) Name (from STEP 1) 

Acid Rain - Page 4 

in accordance with 40 CFR 72.24; provided that the certificate and 
documents shall be retained on site at the source beyond such 5-year 
period until such documents are superseded because of the submission of 
a new certificate of representation changing the designated representative; 

STEP 3, Cont'd. Recordkeeping and Reporting Requirements. Cont'd. 

(ii) All emissions monitoring information, in accordance with 40 CFR part 
75, provided that to the extent that 40 CFR part 75 provides for a 3-year 
period for recordkeeping, the 3-year period shall apply. 
(iii) Copies of all reports, compliance certifications, and other submissions 
and all records made or required under the Acid Rain Program; and, 
(iv) Copies of all documents used to complete an Acid Rain permit 
application and any other submission under the Acid Rain Program or to 
demonstrate compliance with the requirements of the Acid Rain Program. 

(2) The designated representative of an affected source and each affected 
unit at the source shall submit the reports and compliance certifications 
required under the Acid Rain Program, including those under 40 CFR part 72 
subpart I and 40 CFR part 75. 

Liability 

(1) Any person who knowingly violates any requirement or prohibition of the 
Acid Rain Program, a complete Acid Rain permit application, an Acid Rain 
permit, or an exemption under 40 CFR 72.7 or 72.8, including any 
requirement for the payment of any penalty owed to the United States, shall 
be subject to enforcement pursuant to section 113(c) of the Act. 
(2) Any person who knowingly makes a false, material statement in any 
record, submission, or report under the Acid Rain Program shall be subject to 
criminal enforcement pursuant to section 113(c) of the Act and 18 U.S.C. 
1001. 
(3) No permit revision shall excuse any violation of the requirements of the 
Acid Rain Program that occurs prior to the date that the revision takes effect. 
(4) Each affected source and each affected unit shall meet the requirements 
of the Acid Rain Program. 
(5) Any provision of the Acid Rain Program that applies to an affected source 
(including a provision applicable to the designated representative of an 
affected source) shall also apply to the owners and operators of such source 
and of the affected units at the source. 
(6) Any provision of the Acid Rain Program that applies to an affected unit 
(including a provision applicable to the designated representative of an 
affected unit) shall also apply to the owners and operators of such unit. 
(7) Each violation of a provision of 40 CFR parts 72, 73, 74, 75, 76, 77, and 
78 by an affected source or affected unit, or by an owner or operator or 
designated representative of such source or unit, shall be a separate violation 
of the Act. 

Effect on Other Authorities 

No provision of the Acid Rain Program, an Acid Rain permit application, an 
Acid Rain permit, or an exemption under 40 CFR 72.7 or 72.8 shall be 
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STEP 3, Cont'd. 

STEP 4 
Read the 
certification 
statement, 
sign, and date. 

Facility (Source) Name (from STEP 1) 

construed as: 
(1) Except as expressly provided in title IV of the Act, exempting or excluding 
the owners and operators and, to the extent applicable, the designated 
representative of an affected source or affected unit from compliance with any 
other provision of the Act, including the provisions of title I of the Act relating 

Effect on Other Authorities. Cont'd. 

to applicable National Ambient Air Quality Standards or State Implementation 
Plans; 
(2) Limiting the number of allowances a source can hold; provided, that the 
number of allowances held by the source shall not affect the source's 
obligation to comply with any other provisions of the Act; 
(3) Requiring a change of any kind in any State law regulating electric utility 
rates and charges, affecting any State law regarding such State regulation, or 
limiting such State regulation, including any prudence review requirements 
under such State law; 
(4) Modifying the Federal Power Act or affecting the authority of the Federal 
Energy Regulatory Commission under the Federal Power Act; or, 
(5) Interfering with or impairing any program for competitive bidding for power 
supply in a State in which such program is established. 

Certification 

I am authorized to make this submission on behalf of the owners and 
operators of the affected source or affected units for which the submission is 
made. I certify under penalty of law that I have personally examined, and am 
familiar with, the statements and information submitted in this document and 
all its attachments. Based on my inquiry of those individuals with primary 
responsibility for obtaining the information, I certify that the statements and 
information are to the best of my knowledge and belief true, accurate, and 
complete. I am aware that there are significant penalties for submitting false 
statements and information or omitting required statements and information, 
including the possibility of fine or imprisonment. 

Name David N. Smith, Designateffiepresentative 

Signature Date ( / i f / t y 

J 
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